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Leaders in Valve Technology

9574P
Handle Replacement Procedure.

1) Make sure that valve is fully closed
by turning handle clockwise.

2) Gently remove center cap cover
by using a small flat screwdriver.

(fig. 1)

3) Remove the center attachment
screw with an Allen wrench.

(fig. 2)
4) Remove the broken handle.

5) Set the new handle to 0-0 and
install on the shaft.

6) Reinstall center attachment
screw and tighten.

7) Reinstall center cap.
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